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Kopnyc metannuyeckuii LLIMM-x.x.x-0 IP54 ToBapHoro 3Haka

|IEK (nanee — kopnyc) npeaHasHayeH Ans AanbHeiilen cGopku

HU3KOBOMLTHBIX KOMMEKTHBIX YCTPOWCTB.

Kopnyc aomkeH ycTaHaBnBaTbCs B NOMELLEHUSIX C
HEB3PLIBOONACHOM CPE/ION, He CopiepXKaLLel TOKONPOBOASLLEN MbIMN N XMMUYECKM
aKTUBHbIX BELLECTB. [lonyckaeTcst yCTaHoBKa MO HAaBECOM.

Ycnosus akcnnyarauum:

— TemnepaTypa OkpyxatoLLiero Bosayxa: oT MuHyc 40 °C fo nnioc 40 °C;

— OTHOCWTeNbHas BNaXHOCTb Bo3Ayxa (cpegHerofoBoe 3Hadyenue) — 75 %
npu TeMnepaType nnioc 15 °C. [lonyckaeTca BnaxHocTb 100 % npu Temnepatype
nnoc 25 ©

Kopnyc BbINyckaeTcs no TexHnyeckum ycrnosuam YKM.001.2015 TY.

TexHuueckue paHHble

OCHOBHblE TEXHUYECKMNE [AaHHble NpuBeAeHbI B Taﬁnmue 1uHa pucCyHke 1.

PacnonoxeHue u pasmMep 3alimuiaemMoro NpocTpaHCcTBa COOTBETCTBYIOT
rabapuTHbIM pasmepam kopryca.

MapameTpsl, XapakTepuayioLye CrnocoGHOCTL paccenBaTh TEMMOBYH
QHepruio, NpeacTaBneHsl B Tabnuue 2.

Kopnyc npeactasnsiet co6oi cBapHyto MeTannmnieckyto 060mnou4ky ¢
NONUMEPHBLIM 3aLUTHBIM NOKPbITUEM.

[Bepua kopnyca 3anmpaetcst Ha 3aMOoK.

B HwxHeln vyactn Kopnyca BbINofHeHbl 0TBEPCTUSA ANA BBOAA NPOBOAOB.

BHyTpu kopnyca ycTaHOBMeHa MOHTaXHas naHesnb.

Ha 3agHei CTeHKe BbINONHEHbLI OTBEPCTUS AN HABECKW Ha CTeHY (pUCyHOK 1).

KomnnekTtHocTb
KomnnexT nocrasku npuseaeH B Tabnuue 3.

Mepei 6e3onacHocTu

Bce paBoTbl N0 MOHTaXy HWU3KOBOSBTHOTO KOMNIEKTHOro ycTpoiicTea (HKY)
AOMKHbI NPOU3BOAUTLCA CneunanbHO OﬁyquHb\M nepcoHanomMm B COOTBETCTBUU
[ TDEGOBBHMRMM HOpMaTVIBHO-TEXHVHeCKOI;I AOKyMeHTauuu B obnactn
BNEeKTPOTEXHUKN.

OCHOBHyIO 3awmTy obecneunBaet OGOHOHKE, KOTOpas nNpu HoOpManbHbIX
YCNOBUAX UCKNOYaET KOHTAKT C ONacHbIMW YacTaAMMK, HaxoasaLwnMmes noa
HanpsbkeHnem, v ABNseTca YacTblo Lenu 3awmnTbl.

Hel‘lpepblBHOCTb uenn 3alnTbl OT NOPaXXeHUNA 3NEKTPUYECKUM TOKOM
obecneynsaeTcs Haﬂé)KHblM KOHTaKTOM Mexay 4actamu UJKaCba n npucoeanHeHnem
wkada K 3aLMTHOMY NPOBOAHMKY.

I'IpoaepKy ueneﬁ 3aWmTbl 4OMKEH NPOBECTN U3roTOBUTENb HU3KOBONBTHOIO
KOMMMEeKTHOro yCTPOl;iCTBa. Tennosble 1 ANHaMU4eckne Harpysku, Kotopble
BO3MOXHbI Ha MecTe ycTaHoBku HKY, gonxeH npoBoauTs nsrotosutens HKY.

FIpM 06Hapy)f(eHl4IA HencnpaBHOCTU HE3amMeanUTenbHO NpekpaTuTb
aKcnnyatauuio nsaenuns.

Mpwn 06HapyXeHUN HEMCNPaBHOCTW BO BPEMS rapaHTUIHOrO cpoka
HeobxoanMo 06paTUTLCS B OpraHu3auuio, rae Geino npuobpeteHo ugenve, unu B
npeacTasnTenbCTBO.

Mpu 0BHapyXeHWN HEMCNPABHOCTYM NOCHE rapaHTUHOMO Cpoka HeoBxoauMo
Npou3BecTn 3aMeHy Ha I'IOIJOGHOS nsgenue C TemMun xe Unu ynyyweHHbIMn
XapaKkTepuctukamu.

MpaBuna MoHTaxa

[Ins MOHTax@ kopryca HEOBXOAMMO OTKPbITE ABEPLLY U CHSITb MOHTaXKHYIO
naHenb, OTBEPHYB KPENEXHbIE raiku.

3auncTUTb 0 OCHOBHOTO MeTanna 1 NOKPLITL HeRTParnbHON CMasKoi
KOHTaKTHbIE MOLaK1 3a3eMNSIHOLMX WMUMEK.

HakneuTb 3HaKu 3a3eMNeH!st BHYTPY KOPMyca PsiioM C 3a3eMNsioLMM
WnNMnbKkamm.

YcTaHoBUTL TpeByemyto anekTpoannapatypy 1 KOMMANEKTyolme Ha
MOHTaXHYIO MaHernb 1 Kopryc.

YCTaHOBMUTb BNEKTPOLLMT Ha MECTE BKCTIyaTaLmn 1 HaZIeXHO 3aKPenuTh ero.

YCTaHOBUTL MOHTAXHYIO MaHemb CO CMOHTUPOBaHHbLIM 060py0oBaHMEM
obpaTHo B kopryc.

TMOAKMIOYUTE BBOAHBIE U OTXOASILLME NPOBOAHUKM.

HakneuTb Ha aBepb 3Hak «OcTopoxHO! AnekTpuyeckoe HanpsKeHne».

BaKpbITh Ha KIioY ABEPLY LKTa.

TpaHcnopTup nyTm

TpaHcnopTupoBaHue Kopnyca AonyckaeTcst NioBbIM BUAOM KPLITOrO
TpaHcnopTa, 0BECMe NBaIOLMM 3aLUNTY OT MEXaHUYECKIX MOBPEXAEHNUH,
3arpsisHEeHVs, MonaaaHus BNarv 1 NpsiMoro CONHEYHOTO CBETa, Npu Temneparype
okpyxatoLero Bosgyxa ot MuHyc 40 °C go nntoc 50 °C.

XpaHeHue Kopryca ocyLecTBSeTCs B yNaKoBKe U3roTOBMTENs B 3aKkPbITbIX
MOMELLEHNSIX C eCTECTBEHHOW BEHTUNSILME Npu Temneparype okpyXatoLLero
Bo3ayxa ot MuHyc 40 °C ao nnitoc 50 °C 1 OTHOCUTENbHON BNAXHOCTU
He Bonee 75 % npu Temnepatype nntoc 15 °C. Jonyckaetcs BnaxHocTb 100 %
npu Temnepatype nnioc 25 °C.

Mocre BbIBOAA 13 SKCMIyaTaLMN KOPNYC YTUNU3NPYETCS Kak MeTannmyeckii

nom.

Cpok cnyx6bl U rapaHTUM U3roTOBUTENS

[apaHTWiiHbI CPOK dKCMyaTauuu koprnyca — 3 roga co AHS Npoaaxu
npu cobrioaeHUN NOTPeBUTENEM YCrIoBMiA SKCNyaTaLmi, XpaHeHWs!,
TPaHCMOPTPOBAHMS 1 MOHTaXa.

Cpok cnyx6bl kopnyca 15 net. Mo ncredeHnn cpoka cnyxGbl kopnyc

yTUAN3NPOBaTh.
m assembly of low-voltage switchgear and controlgear assemblies.
The enclosure should be installed in rooms with non-explosive

environment free of current-conducting dust and chemically active substances. It is
allowed to be installed under a canopy.

Operating conditions:

— ambient air temperature: from minus 40 °C to plus 40 °C;

— relative air humidity (annual average): 75 % at a temperature of plus 15 °C.
100 % humidity is allowed at a temperature of plus 25 °C.

Technical data

Basic product data
IP54 metal enclosure with mounting plate IEK trademark
(hereinafter referred to as the enclosure) is designed for further

The main technical data of the enclosure are presented in table 1 and figure 1.

Location and size of the protected space corresponds to the overall
dimensions of the enclosure.

Parameters characterizing the ability to dissipate thermal energy are
presented in table 2.

The enclosure is a product made of welded metal with polymer protective
coating.

The enclosure door can be locked.

The bottom of the enclosure has holes for wire insertion.

A mounting plate is installed inside the enclosure.

The rear wall has holes for wall mounting (figure 1).

Completeness of set
The scope of delivery is shown in the table 3.

Safety measures

All installation work on low-voltage switchgear and controlgear assembly
(assembly) must be carried out by specially trained personnel in accordance with
the requirements of regulatory and technical documentation in the field of electrical
engineering.

The main protection is provided by the enclosure which under normal
conditions excludes contact with dangerous live parts, and is a part of the protection
circuit. The continuity of the electric shock protection circuit is ensured by a reliable
contact between the enclosure parts and the connection of the enclosure to the
protective conductor.

The manufacturer of the low-voltage switchgear and controlgear assembly
must check the protection circuits. Thermal and dynamic loads that are possible at
the installation site of the assembly must be carried out by the manufacturer of the
assembly.

If a malfunction is detected, immediately stop using the product.

If a malfunction is detected during the warranty period, it is necessary to
c?fntact the organization where the product was purchased or the representative
office.

If a malfunction is detected after the warranty period, it is necessary to replace
the enclosure with a similar or improved characteristic.

Installation rules

To install the enclosure, open the door and remove the mounting plate by
loosening the fixing nuts.

Grind to bare metal and coat the contact pads of the earth studs with neutral
grease.

Stick labels with grounding sign inside the enclosure near the earth studs.

Install the required electrical equipment and accessories on the mounting plate
and enclosure.

Install the switchboard on site and securely fasten it in place.

Install the mounting plate with the assembled equipment back into the
enclosure.

Connect input and outgoing conductors.

Stick label “Caution! High voltage” on the door.

Lock the enclosure door with the key.

Transportation, storage and disposal

Transportation of the enclosure is allowed by any type of covered transport
ensuring protection from mechanical damage, dirt, moisture ingress and direct
sunlight, at ambient temperature from minus 40 °C to plus 50 °C.

The enclosure is stored in the manufacturer’s package in closed naturally
ventilated rooms at ambient temperature from minus 40 °C to plus 50 °C and a
relative humidity up to 75 % at a temperature of plus 15 °C. 100 % humidity is
allowed at a temperature of plus 25 °C.

After decommissioning, the enclosure is to be disposed of as scrap metal.

Service life and manufacturer’s warranties
The warranty period of the enclosure’s operation is 3 years from the date of
sale, provided that the consumer complies with the rules of installation, operation,
transportation and storage.
The service life of the enclosure is 15 years. After the end of the service life,
dispose of the enclosure.
KypacThipyFa apHarFaH.

Kopnyc Tabufu xenaeTineTiH, oTKi3rill WwaHbl MEH XUMUSMbIK

BenceHai 3aTTapbl XOK >apbirbIC kayni Kok opTackl 6ap yii-kannapaa opHaTbinybl
Tuic. WaTbipablH acTbiHa opHaTyFa pykcar eTinesi.

Manganany wapTraps:

— KopLuaFaH ayaHblH Temnepatypacsl: MuHyc 40 °C-TaH nntoc 40 °C-ka feiliH;

— ayaHblH carbICTbipMaribl bifFanbinbiFbl (OpTaLla Xbinablk MaHi) — nnoc 15 °C
Temnepatypaga 75 %, nnioc 25 °C Temnepatypaga 100 % binFanabinsikka pykcat
etineni.

Kopnyc YKM.001.2015 TLU TexHukanbik wapTTapbl GoMbIHLIA WbiFapbinags.

TexHuKanbik AepekTep

KopnycTbiH Herisri TexHukanbik ManimetTep 1 kecTege xaHe 1 cypette
YChIHbBINIFAH.

KopranaTbiH KeHCTIKTIH opHanacybl MeH enwemi KoprycTbiH rabapuTTik
enuieMaepiHe Calkec kenefi.

XKbiny aHEPrusChIH WallbipaTy kabineTiH cunaTTanTeiH napameTpnep 2
KecTeqe YCbIHbINFaH.

Kopnyc nonumepnik kopraHblLl xabbliHbl 6ap nicipmeni metann kabblKwaHb!
Gingipeni.

KopnycTbiH ecikwenepi KynbinneH xabbinagbl.

KopnycTbIH TOMEHTi arbiHfia CbiMaapasl eHridyre apHanfaH Tecikrep 6ap.

KopnycTbliH iwiHe MOHTaxaay naHeni opHaTbinagbl.

ApTkbl kabbipraga kabblprara iny yuwin Teciktep 6ap (1-cyper).

JKUBIHTBIKTbIBIFBI

KeTkisy XUbIHTbIFbI 3-KecTeae KenTipinreH.

Kayincisaik wapanapb!

TeMeH BONbTThI KUbIHTLIK KypbinFbiHbl (TXK) MoHTaxaay GolibiHwa
6apnbIK )KyMbICTap/bl ONIEKTPOTEXHUKA CanackiHAaFbl HOPMATUBTIK-TEXHUKAbIK
KyXaTTamaHblH TananTapblHa Coiikec apHaibl OKbITbINIFaH NepcoHart Kypriayi Tvic.

Heriari koprayabl Kabblk kaMTamachia eTefi, on kanbinTbl Xaraanaa KayinTi
KepHeyni GenikTepmeH xaHacyabl 6onabipMaiabl )KeHe KOpFaHbIC TidGeriHiH
Geniri Gonbin Tabblnaabl. SNEKTP TOrbIHbIH COFybIHAH KopFay Tis3BeriHiH yaaikciagiri
wkadTbiK GenikTepi MeH WKadThiH KOPFaHbIC OTKIrLLIKE KOChINYbl apackbliHaarbl
ceHimai GaiinaHbicneH kamTamacsi3 eTineai. KopraHbic TisbekTepiH Tekcepyi ToeMeH
BOJbTTbI XWbIHTbIK KYPbINFbIHbIH ©HAIpYLUici x)ypridyi kepek. TXKK opHaTy opHblHAa

ByitbIM Typanb! Heri3ri aknapaTt
|EK Tayap GenriciHiK LLIMIM-x.x.x-0 IP54 meTann kopnychl (GyaaH
epi — KOpnyc TemMeH BOMbTTbl TOMbIK Kypbinfbinapabl oaH epi

MYMKiH BonatblH by eHe AnHamukanblk xykremenepai TXK eHaipyLuici xypriayi
Kepex.

Erep akay Tabblinca, GyiibiMzibl naifanaHyabl Aepey TOKTaTy kepek.

Keningik mepsimi kesiHae akaynblk aHblkTanfaH xargainaa, byibivm catbin
anblHFaH yibiMFa HeMece eKIingikke XyriHy Kaxer.

Erep keninaik MmepsiMmiHeH keiiiH akaynblk aHbIKTanca, KopnycTbl yKcac Hemece
)aKcapThifiFaH cunaTTamanapra aybICTbIpy KaXet.

MoHTaxpay epexenepi

KopnycTel MOHTaxzay YiLiH eckilleHi albin, 6ekiTy coMbiHaapeIH Gypan,
MOHTaX/ay NaHeniH LWeLwin any Kaxer.

Heriari meTannfa feiiiH Tasanan, xepre TyiblkTay iCTiKTepIHIH Ty#icneni
anaHwanapblHa 6eiTapan Maii xafbiHbl3.

KopnycTbliH iLiHe xepre TyiiblKTay iCTIKTEPIHIH XaHblHa Xepre TyiblkTay
GenrinepiH XancelpblHbI3.

KaxeTTi anekTp annapartypa MeH xababIKTarbiLTapabl MOHTaXay naHeni MeH
KOPMyCKa KOHAbIPbIHbI3.

OnekTp kankaHWachlH NanaanaHaTthlH Xepre opHaTbin, OHbl MblKTan GekiTiHi3.

MoHTaxaay naHeniH opHaTbinFaH xabablkneH Gipre kepi kapai kopnycka
KOHABIPbIHbI3.

Kipme >xaHe 6eniHy cbiMapbIH XanfaHb!3.

Ecikke «AGaiinanpla! InekTp kepHeyi» GenriciH xancepbiHbI3.

KankaHLaHblH eciriH KynbinneH xabblHpI3.

TacbiManpay, cakTay XaHe Kanere XapaTty

KopnycTbi Tacl yfiaH, nactaHyaaH,
binFanblH TYCyiHeH xaHe Tikenei KyH ceynecmeH KOPFayZbl KAMTaMachi3 eTeTiH
*abblk KeniKTiH ke3 kenreH TypiMeH, KopLuaraH aya TemnepaTtypackl MuHyc 40 °C-TaH
nntoc 50 °C-ka AeitiH pykcar eTineai.

KopnycTbl cakTay KopLuaraH ayaHblH Temneparypackl MUHYC 40 °C-TaH nntoc
50 °C-ka [eniH xaHe canbiCTblpMarb! binFanabinbifbl nntoc 15 °C Temnepatypana
75 %-paH acnanTeiH Tabuu xenaeTkiwi 6ap xabblk yin-xannapaa AarbHAayLWbIHbIH
KanTamachiHaa xy3ere acbipbinadsi. Mntoc 25 °C Temnepatypaaa 100 %
binFangbinblkka pykcar eTinesi.

MaiinanaHyaaH LWbiFapbinFaHHaH KeiiH Kopnyc MeTarns CbiHbIKTapbl peTiHae
KoWblnaabl.

KbisMeT Mep3iMi XxaHe AalbiHAAYLWbIHBIH Keninaikrepi

KopnycTblH keninai naiganady MepsiMi — TYTbiHYLWbl Naiganaxy, cakray,
Tacbimangay XaHe MOoHTaxaay KafnaanapblH cakTafaH )Kafﬂ,al;ll:la cartblnfaH KyHHeH
6actan 3 xbin.

KopnycTblH Kbl3mMeT eTy Mep3imi — 15 xbin. Kbi3mMeT Mep3imi askTanraHHaH
KeiliH kopnyc kaaere xapary.

Tabnuua / Table / Keste 1

HaumerosaHue nokasarens /
Parameter name /

3HaueHus ans Kkopnyca / Values for enclosure /
KopnycTbiH MaHaepi

KepcertkilTiH aTaybl
SN IS N IR N IR RN 9.9
gllerletetiedied et e icd
™ N N < < © © © ©
ENERIERIERIENIENIENIERIED

HomuHanbHbIi Tok / Rated <630
current / Homuangp! Tok, A

CreneHb 3alumThl OT BHelwHero | IK08
MEXaHUYECKOro BO3AE/NCTBUS
no MOCT IEC 62262 / The
degree of protection against
external mechanical impact
according to the IEC 62262 /
|IEC 62262 MEMCT 6oiibiHwa
ChIPTKbI MEXaHWKanbIK aCepaieH
Kopray Aapexeci

CreneHb 3aWmThl P54
no MOCT 14254 (IEC 60529) /
Degree of protection
according to IEC 60529 /
14254 MEMCT (IEC 60529)
6oitbIHIA KOpFay A8PEXeci




Tabnuua 2 (npogomxerue) / Table 2 (continuation) /
p _
I = Kecte 2 (xanfacbl) ‘ ’:
Tun kopnyca / Moteps achdekTnBHOM MoLHOCTN /| Atos At1.0 L\J
Enclosure type / Effective power loss / Tuimai KyaTTbiH,
Tabnuua 1 (npomomkenne) / Table 1 (continuation) / Kopnyctem tuni | oranysl, W
LMmr-4.4.1-0 72 40 48
Kecte 1 (xanfacbl) T i
LMIM-4.4.2-0 88 40 47 <<
HanmeHoBaHue nokasarens / BHauyeHus ans kopnyca / Values for enclosure /
Parameter name / KopnycTbiH MaHaepi LLIMIM-4.6.4-0 98 40 45
KepcertkiwuTi aTaybl
ol.ol.ol.o|l.ol.ol.ol.0l.0 LMI1-4.6.2-0 118 40 45
ECEC|IES S (S |E BB 5D F
™ N N ~ ~ © © © © - -
ENERIENIERIERNIENIENIERIEDR UMr-6.6.1-0 132 40 48 ~ }7
Knumatuyeckoe ucnonHenre | Y2/ N2 LLMr-6.6.2-0 155 40 47 A3
V1 KaTeropusi pasmeLLieHms L
no MOCT 15150 / Climatic Mpumeyanusi / Notes / EckepTne:
and placement category / 1 *Mpepnonaraemas noteps achpekTnBHOM MoLHocTw. / Prospective loss of
15150 MEMCT 6GoitbiHwwa effective power. / Tuimai kyaTTblH Gomkanabl xofanybl. . .
KNUMATTBIK OpbIHAAMYbI KeHe 2 Ato5; At1,0 — MOBbILIEHME TeMNepaTypbl BHYTPI 0BOMOYKM OTHOCHTENBHO Pucyok 1 — Bun kopnyca csaau / Figure 1 — Enclosure back elevation /
opHanacTblpy caHaTbl 35 °C B cepeaunHe 1 BBEpXy 060Mo4ku COOTBETCTBEHHO. / temperature rise inside — imici
3awuTHoe nokpbITHE / MonuadmpHas nopoLukosas kpacka / Polyester the enc!osure relative to 35 °C in the middle and at the top of the«enc!osure, . 1 cyper KOpnyCTbIH apTKb! KOpIHICI
Protective coating / Kopfatbic | powder paint / Monnadup yHTak 6osiybl respectively. / KaBbIKTbIH OPTAChIHAG XOHE XOFapFbl XarbiHAa cavikeciHiue 35 °C-ka B nepvop rapaHTuitHbIx 06513aTenbCTB U NPK BO3HUKHOBEHMI NpeTeHani obpa
XabBblHbI KaTbICTb! KabbIK ilLiHAEr TeMnepaTypaHbiH Kofapbinaybl.
LiseT nokpbiTusa / Coating color /| Yka3aH Ha MapkupoBoYHoii aTukeTke / Indicated
XKabbIH Tyci on the marking label / TaH6anay xancsipmacsiHaa
v KepceTinrex 9 " v P A Tabnuua / Table / Keste 3
L, mm 300 (210 ‘400 ‘600 HanmeroaHue / Denomination / Ataybl Konuyectso / Quantity /
H, mm 250 |300 ‘400 600 gi:b}c“;glggfs / nawa.
A3, mm 235 145 ‘335 ‘535 ll((gg;gg meTannuyeckuit / Metal enclosure / Metann 1
A2, mm 270 (320 (420 620 BonT dhnaHuesblit M6x14 / M6x14 flange bolt / EpHemexTi |4
6ypaHaama M6x14
AT, mm 185 235 |335 535 Tavika onaHuesas M6 / M6 flange nut / M6 dnaHeuTi 6
COMbIH
ny6una kopnyca / Enclosure | 150 250 | 150 {250 | 150 |250 =
depth / KopnycTbIH TepeHairi, ﬁ&ﬁ%’;:::‘:;iiyggmg) / M8(M10) flange nut/ 1
mm u
PEMOHTONPUroAHOCTL / HepemonTtonpuronet / Non-repairable / enpeyre Wait6a 6.019 /6.019 washer / Toirbipsik 6.019 2
Repairabillty | enacyre Kapamaine! Wait6a 8(10).019 / 8(10).019 washer / Torroipeik 8(10).019 |1
PacrnonoxeHue BBOgHbIX CHuay / From the bottom / TemeHHeH KonbLio 006-012-25 / 006-012-25 ring / CakuHa 006- 4
oteepcTui / Location of the inlet 012-25
holes / Kipic caHbinaynapbiHblH
opHanacybl Bauen / Hook / Inmek 4
MakcumansHas ctatuyeckas 5/ |5 |7/ |10/ |10/ |10/ (10/ |10/ |10/ CanbHuk / Gland / Toifblanarsi 6
Harpyska Ha nsepb{oﬁoﬂoqu/ 15 |15 |17 |25 |25 |40 |40 |50 |50 A
Maximum dead-weight load 3Hak «OcTopoXHo! OnekTpudeckoe Hanpskerme» / Label |1
on door/enclosure / Ecike/ «Caution! High Voltage» / «AGaiina! 3nekTp kepHeyi»
KabblfbiHa Makcumanabl Genrici
CTaTkansik xykreme, N 3Hak «3asemnenue» / Label “Grounding” / «>Kepre 3
Macca (HeTT0) £ 5 % / Mass _ |3,8 |34 |42 |87 |10,5|12,2[145[17,2[19,9 W,;“,,,Q‘Tay» S 9"/ «xep!
o
&”g‘z/f Egé / Canwmarel (tasa) MpoBop 3a3emnexus / Ground wire / XKepre TyibikTay 1
-~ ChIMb!
Macnoprt / Passport 1
Tabnuua / Table / Kecte 2
MHcTpykums no moHTaxky / Installation Manual / 1
Tun kopnyca / MoTeps achchekTBHON MoLHOCTM /| Atos At10 MowTaxgay
Enclosure type / Effective power loss / Tuimai kyaTTblH
KopnycTbiH TUni KoFanybl, W*
wmn-2.3.1-0 42 40 46
wmn-3.2.1-0 37 40 51
mn-4.2.1-0 45 40 54
Wapawve / Version / Bacbineiv 8 @



