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NYNbT YNPABNEHWA AN NMPEOEPA3OBATENEWN
YACTOTbI K750 / K751

KpaTkoe pyKoBOACTBO N0 3KCMyaTaLmMu
FC.30.00221.PS

m OcHoBHble cBefieHus 06 u3penum
MyneT ynpaeneHus ans npeobpasosatenen Yactotsl K750 / K751
ToBapHoro 3Haka ONI (aanee — nyneT) NpegHa3HayYeH ANst MOHUTOPUHTa
napameTpoB v yrnpasreHust pyHKLMsSIMU NpeobpasoBaTtensi YacToTbl.
MyneT cooTBeTcTBYET TPeboBaHusmM TP TC 020/2011.

TexHuyeckue AaHHble

OCHOBHbIE TEXHUYeCkWe AaHHble NynbTa npuBeaeHsl B Tabnuue 1.

[abapuTHbIE 1 YCTAHOBOYHbIE pa3Mepbl NynbTa NpefcTaBneHbl Ha pucyHke 1.

Moapo6Hble TexHNYeckne AaHHbIe MyrbTa U PyKOBOACTBO MO 3KCMnyaTaLumm
pa3meLleHbl Ha caiTe oni-system.com.

KomnnekTHoCTb
KOMI‘IJ‘IeKTaLl,I/IH nynsra JofmkKHa COOTBETCTBOBATb TaGJ'IVILle 2.

MepbI GezonacHocTy

Mpwv nonomke nynesra o6paTUTECh B CEPBUCHbIN LIEHTP. Aapeca CepBUCHbIX
LIEHTPOB yKa3aHbl Ha caWiTe oni-system.com.

Bce paboTbl, CBA3aHHbIE C NyNLTOM, HEO6XOAMMO OCYLLECTBASATH
B COOTBETCTBUM C PYKOBOACTBOM MO 3KCniyataunum, npu saTom ocoboe BHUMaHue
cnenyet yoenutb COﬁJ‘IIO,CI,eHMIO yKaSaHMVI no 6esonacHocTu.

MpaBuna MoHTaxa u akcnnyarauuu

MoHTaX 1 NoakntoYeHre nynsTa AOMKHbI OCYLLECTBSATLCS TOMbKO
KBaANMUAULMPOBaHHBIM 311EKTPOTEXHUYECKMM NEepCoHanoM B COOTBETCTBUM
¢ «[paBnnamu TeXHMYECKOo aKcnyaTaLumn aNeKTpoycTaHOBOK NoTpebuTenein»
n «MexoTpacneBbIMU NpaBuiamm No oxpaHe Tpyaa (Mpasuna 6e3onacHocTm)
npw aKcnyaTaumy aneKTpoycTaHOBOK NoTpebuTeneii», npolueawmnm obyyeHne
no 3nekTpobe3onacHOCTN C NPUCBOEHNEM rpynnbl He Huke |11

Mpun 06HapyXeHUN HeUCrNPaBHOCTU MO UCTEYEHWUW rapaHTUIAHOTO CPoKa MynbsT
NoAnNeXuT yTUNnu3aumu.

TpaHcnopTUpoBaHUe, XpaHeHUe U yTUNu3aums
XpaHeHue 1 TpaHCNopTUPOBaHUe NyrbTa OCYLLECTBSIETCA B 3aBOACKOW
ynakoBke npu Temnepatypax ot MuHyc 20 °C go nntoc 70 °C, npu 0OTHOCUTENbHOM
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BnaxHocT A0 95 % 6e3 koHaeHcauun. He fgonyckaetcsi BO3aencTBme aTMocthepHbIX
0CafKoB U AnNuUTENbHOE BO3AENCTBUE NPAMbIX CONMHEYHbBIX Nyyeil.
TpaHcnopTupoBaHue AonyckaeTcs BCeMU BUAaMu TpaHcrnopTa, B TOM uucne
1 BO3AYLUHbIM, MPY COBMIOAEHUN YCIOBUIN XpaHEHUS Y TPAHCNOPTUPOBaHWS,
B COOTBETCTBUM C NpaBuiamu NEPEBO3KM rPy308B, AEACTBYIOLLMMM Ha KaXOOM Buae
TpaHcnopTa.
Mo ncteveHnn cpoka cnyxObl NyNsT NOANEXUT Nepedaye cneuuanbHoOn
opraHu3auum no nepepaboTke BTOPChIPbS.
Mpu yTrnusaumm HeobxoaMMo pasnenuTb AeTanu nynsra no BUAam MaTtepuarnos
1 CAaTb B CNELMan13npoBaHHble opraHn3aummn no npuémke 1 nepepaboTke BTOPCbIPbS.

CpOK Cny)KGbl W rapaHTum usrotoButens

Cpok cnyx6bl nynbta — 7 neT.

[apaHTUIHbIA CPOK BKCNIyaTauum nynsTa COCTaBNsAeT 2 roaa co AHA NPOAAXKN
npu ycnosum cobniogeHunsi notpebutenem npaeun TpaHCNOPTUPOBAHUS, XPaHEHUs
1 aKcnnyaraumu.

“ Basic product data
The control panel for K750 / K751 frequency converters ONI trademark
(hereinafter — the panel) is designed to monitor parameters
and control functions of the frequency converter.

Technical data

Main technical data of the panel are given in table 1.

Overall and mounting dimensions of the panel are presented in figure 1.

Detailed technical data of the panel and the operating manual are available at
oni-system.com.

Completeness of set
The scope of delivery of the panel should correspond to table 2.

Safety measures

In case of panel failure, please contact a service center. Addresses of service
centers are available at oni-system.com.

All works related to the panel should be carried out in accordance with
the operating manual, with special attention paid to observing the safety instructions.

Installation and operation rules
In accordance with the "Rules of technical operation of electric installations
of consumers" and "Interbranch rules on labor safety (safety rules) in operation of
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electricity generating equipment of consumers", installation and connection of
the panel should be carried out by qualified, trained personnel with the assignment
of the group for electrical safety at least III.
If a malfunction is detected at the end of the warranty period, dispose of
the panel.

Transportation, storage and disposal

Storage and transportation of the panel are carried out in the manufacturer's
package at temperatures from minus 20 °C to plus 70 °C, at relative humidity up to
95 % without condensation. Exposure to atmospheric precipitation and prolonged
exposure to direct sunlight is not allowed.

Transportation is allowed by all modes of transport, including by air, subject to
the conditions of storage and transportation, in accordance with the rules of
transportation of goods, operating in each mode of transport.

At the end of the service life, the panel is subject to transfer to a specialized
recycling organization.

When disposing of the panel parts, separate them by material types and hand
them over to specialized recycling organizations.

Service life and manufacturer's warranties

Service life of the panel — 7 years.

The warranty period of the panel's operation is 2 years from the date of sale
provided that the consumer complies with the rules of transportation, storage and
operation.

“ BylibIM Typanb! Heriari aknapar
ONI Tayap 6enriciHiH, K750 / K751 wuinikTeri TypneHaipriitepre
apHanfaH 6ackapy nynbTi (ByaaH api — NynbT) XWinikTi
TYPNEHAIPrilTiH NnapameTpnepiH MOHUTOPUHITEYTe XoHe yHKUMANapbIH
6ackapyfra apHanfaH.
Mynet KO 020/2011 TP-HiH TananTapbelHa Calikec Kenegi.

TexHukanbIK gepektep

[MynbTTiH Heri3ri TexHUKanblk AepekTepi 1 kecteae KenTipinreH.

MynbTTiH rabapuTTik )xoHe opHaTy enemMaepi 1 cypeTTe yCbIHbIFaH.

MynbTTiH TONbIFbIPaK TEXHWKanNbIK AepeKTepi MeH nanaanaHy HycKkaynbifbl
oni-system.com canTblHAa OpHanacTbIpbInfaH.

)KVIbIHTbIKTbIﬂbIFbI
MynbTTiH XMBIHTBIKTAMachl 2 kecTere Calikec Kenyi Tuic.
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Kayincispgik wapanapbl

MynbT cbiHFaH Ke3ae cepBUCTiK opTasblkka xabapnacbiHbi3. CepBUCTiK
opTanblKTapAblH Mekerxainapel oni-system.com caiTblHAa KOpCeTifreH.

MynbTke BanaHbICTbl 6apnblk XXyMblcTapaAbl TOMbIK NaiaanaHy HyckaynblfbiHa
CaliKec Xypridy KaxeT, byn peTTe Kayincisaik >xeHiHaeri Hyckaynapabl cakrayra
epekKLue KeHin 6enreH xeH.

MoHTaxaay xoHe nanganany epexenepi

MynbTTi MOHTaXaayAbl, xanfayabl « TYTbIHYLWbINAPAbIH 3NeKTp
KOHABIPFbINAPbIH TEXHUKaNbIK Naiaanady kafuaanapblHa» xaHe
«TyTbIHYLUbINAPABIH ANEKTP KOHAbIPFbINApbIH NakaanaHraH kesae eHbekTi kopray
XeHiHAeri canaapanblk karnganapra (kayincisaik karmaanapbl)» CoiiKec TeK anekTp
Kayinciaairi 6orbiHWa okyaaH eTkeH |ll-TeH TemeH emec Ton TarabiHaanFaH GinikTi
3MEKTP TEXHUKAMbIK NePCOHarn FaHa Xyprisyi Tvic.

Keningi mepsim eTKeHHeH KeWiH NynbT aHblkTanfaH keage byibiM kagere
xapaTbinybl THiC.

Tacbimangay, cakTay XaHe kaaere xapary

MynbTTi cakTay xaHe TacbiMangay 3aybIT kanTamacbiHga MuHyc 20 °C-gaH
nntoc 70 °C-re geniHri Temnepatypaga, koHaeHcaumsceida 95 %-ke oeni
canbICTblpManbl biFanabirbIK XafaablHAa Xy3ere acbipbipbinagbl.
ATmocdhepanblk xayblH-LallbiHAAPAbIH 8CEepiHe XoHe Tikenen KyH caynenepiHi,
y3ak acepiHe xon 6epinmenai.

KenikTiH ap TypiHAe KonaaHbinaThlH XXyKTEpAi TackiMangay kafuaanapbiHa
caliKeC KenikTiH 6apnblk TypnepiMeH, COHbIH iLLiHAe aye KeniriMeH cakray XaHe
TacbiMangay LapTTapbl cakTanfaH kesgie, TacbiMangayfa pykcar eTinesi.

KbI3MeT Mep3iMi ©TKEHHEH KeRiH NynbT KanTamana LUMKi3aTTbl kalTa eHaenTiH
apHaiibl ynbIMFa eTKisinyi Tuic.

Kapere xapaTkaH ke3ge nynbTTiH 6enwekTepiH MaTepuangapabiH, TyprepiHe
Kapaii 6enin, kaTanama LKKI3aTTbl KABLINAANTHIH XeHE KaiTa eHaenTiH
MamaHAaHabIpbINfaH yiibIMaapra eTkidy Kepek.

KbI3MeT Mep3iMi xaHe JaibIHAAYWbIHbIH, Keningikrepi

MynbTTiH KbI3MET Mep3iMi — 7 Xbin.

MynbTTiH Keninai naaanady Mep3imi — TYTbIHYLLUbI TacbiManaay, cakray oHe
navaanaHy kafuaanapblH cakTaraH xafdanaa caTbinFaH KyHHeH 6actan 2 xbin.
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Tabnuua / Table / Kecte 1

HaumeHoBaHue nokasatens /

BHayenwue ans nyneta / Value for the panel / MyneT yiwiH MaHi

Parameter denomination /

KepceTkiLuTi ataybl EC-K751-LCD |EC-K751-LED |RCP-K750-LCD |RCP-K750-LED

HasHaueHwe / Purpose / [wucnnen [wucnnen [wucnnen [vcnnen

Makcatbl ynpaBneHusi ynpaBneHusi ynpaBneHusi ynpaBneHust
LCD ans K751 /| LED ans K751/ | LCD gnst K750 / | LED ans K750 /
LCD control LED control LCD control LED control
display for K751 | display for K751 | display for K750 | display for K750
/ K751 ywin / K751 ywin 1 K750 yuwiH / K750 ywiH
LCD 6ackapy LED 6ackapy LCD 6ackapy LED 6ackapy
avcnneni avcnneni avcnneni avcnneni

[vnana3oH paboumnx
Temnepatyp / Operating
temperature range / XXymbic
TeMmnepaTypacblHblH
AnanasoHsbl, °C

OT munyc 10 go nntoc 40 / From minus 10 to plus 40 / MuHyc 10-HaH
nntoc 40-ka geviH

BeicoTa Haj, ypoBHEM
mopsi / Base altitude / TeHis
[EeHreriHeH BuikTiri, m

<2000

OTHocUTENbHas BNaXHOCTb
Bo3ayxa / Relative air
humidity / AyaHbiH,
canbICTbipMarb
binFangbineifbl, %

Ot 5 o 85, 6e3 obpasoBaHus koHgeHcata / From 5 to 85, without
condensation / 5-TeH 85-ke AeitiH, koHAeHcaT Tysinmenai

CTeneHb 3arpsisHeHUst
MUKpocpesb

no FOCT P M3K 60664.1
(IEC 60664-1) / Pollution
degree of the micro-
environment according to
IEC 60664-1 /
MuKpoopTaHbIH actaHy
napexeci P MOK 60664.1
MEMCT (IEC 60664-1)
BoiiblHWwa

2, 6e3 cofiepxaHust arpeccuBHBIX 1 B3PbIBOOMACHbIX NApPOB 1 ra3oB

B KOHLIEHTPaLWsIX, BbI3bIBAIOLLMX KOPPO3NIO METASINIOB U pa3pyLueHne
nsonsaumm / free of aggressive and explosive vapors and gases in
concentrations that cause corrosion of metals and destruction of
insulation / kypamblHAa MeTannAapaAbiH TaTTaHybIH XaHe
oKLaynamaHbIH 6y3binyblH TyFbI3aThbiH LOFapriaHbiMaapaa xemip
XOHe XapblInbIC KayinTi 6ynap MeH rasgap ok

Tabnuua / Table / Kecte 2

HaumenosaHnue / Denomination / Ataybl

Konwnyectso, wrt. (3k3.) / Quantity,
pcs (copies) / CaHbl, AaHa.

Mynet / Panel

1

Macnopt / Passport

1
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26,5 BUHT M3x2 rny6uHO# 8 MM (AN ycTaHoBKku

Ha wkach ynpasnenws) / Screw M3x2 8 mm
deep (for mounting on control cabinet) /

6)/ b) EC-K751-LED: RCP-K750-LED M3x2 Gypamace! Tepenairi 8 mu (6ackapy

WKacsIHa opHaTy yiui)

PucyHok 1 — FabapuTHble 1 ycTaHoBOYHbIE pa3mepbl nynbTa / Figure 1 — Overall and mounting
dimensions of the panel / 1 cypet — MynbTTiH, rabapuTTik XaHe opHaTy enwemaepi

W3panwne / Version / Bacbinbim 2



