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KPOHLUTEWH NPSAMOW BITOKA PO3ETOK CEPWM BY ZPAS,
KPOHLUTEWH YrNOBOW BTOKA PO3ETOK CEPUW BY ZPAS

Kpatkoe PYKOBOACTBO NO 3JKcnnyaTtauuu

m OCHOBHbIE CBefieHHs 06 U3aenum
KpoHwwTeriH npsimon 6noka poseTok cepun by ZPAS (panee — KpOHLITEWH), KPOHLUTEWH

yrnoBoW 6noka po3eTok cepun by ZPAS (ganee — kpoHLWWTEH) ToBapHoro 3Haka ITK
npeaHasHayeHbl Ans kpenneHus 6rnokoB pacnpeaeneHuns anekTponMTaHna Ha BepTUKanbHble
HanpaBnsoLme cepBepHOro LWkada, a Takke Ha BepTUKarbHble opraHan3epsbl.

TexHuyeckue AOaHHble
OCHOBHbIe TEXHUYECKME AaHHble KPOHLUTENHa npeacTaBneHsbl B Tabnuvue 1.
BHeLLHWI BUA KPOHLUTEMHA nokasaH Ha pucyHkax 1 u 2.

KomnnekTHoCTb
KomnnekT NocTaBKku KPOHLUTENHA yka3aH B Tabnuuax 2 u 3.

Mepl:l 6e3onacHocTM
SAMNPELLIAETCA
YctaHaBnuBaTb o60opyAoBaHMe NPy BKITHOYEHHOM 3NIEKTPUYECKOM HanpsiXXeHUu.

Bce paboTbl N0 MOHTaXy 1 TEXHUHECKOMY 0BCNYXMBaHWIO KPOHLUTENHA AOMKHbBI MPOM3BOANTLCA
B 06€CTOYEHHOM COCTOSIHWM crneumanbHO 0by4YeHHbIM NepcoHanom ¢ cobniogeHnemM TpeboBaHui
HOPMaTUBHO-TEXHUYECKON AOKYMEHTaLMW B 06MacTy aNeKTPOTEXHUKM.

[Mpy oBHapy>KeHnn HemcnpaBHOCTN BO BPEMS rapaHTUINHOIO Cpoka Heobxoanmo obpaTuTbes
B OpraHusaumio, rae 6b110 NpMobpeTeHo n3genne Unv B NPeacTaBUTENLCTBO NO agpecam, yKasaHHbIM
HIDKe.

Mpy oBHapyXeHNM HEMCNPaBHOCTU NO UCTEYEHUN FAPAHTUAHOTO CPOKa KPOHLLTENH
yTUnm3anpoBaTb. [10 nctedeHun cpoka crnyx6bl KPOHLLTENH yTUNN3NPOBaTb.

MNpaBuna MmoHTaxa
MOHTaX KpOHLUTENHa NPOU3BECTU COrMacHo «VHCTpykuum no MoHTaxy LLikadpa cepepHoro
cepumn by ZPAS (Akceccyapbl)» ZP.001.1.M.

TpaHcnopTupoBaHue, XxpaHeHne U yTUNn3aums

TpaHcnopTUpOBaHMe KPOHLUTEHA AOMYCKaeTCs B yNaKoBKE M3roToBUTENs NoObIM BUAOM KPbITOrO
TpaHcrnopTa, o6ecneymBaroLLMM 3aLUTy OT MEXAHUYECKUX NMOBPEXOEHWUI, 3arps3HEHMsl U nonaaaHus
Bnaru, Npy TemnepaType okpy»katoLlero Bosgyxa oT MuHyc 25 °C go nntoc 55 °C.

XpaHeHe KpOHLLTeNHa OCYLLECTBSIETCS B YNAKOBKE U3rOTOBUTENS B 3aKPbITbIX MOMELLEHNAX
C ECTECTBEHHOW BEHTUNSALUMEN U NPU OTCYTCTBUM B BO3AYXE KUCIOTHBIX, LLIEMOYHBIX U APYTuX
XVMUYECKW aKTUBHbIX MPUMeECEW, Npyu TeMrepaType OKpyxKatLero Bo3ayxa ot MuHyc 25 °C
0o nntoc 55 °C 1 oTHoCUTENbHOW BNaxHocTh He 6onee 50 % npu nntoc 40 °C.

KpoHLWITENH yTnM3npoBaTb C METanNIM4YeCKnuM NOMOM.

Cpok cnyx6bl U rapaHTMN M3rOTOBUTENS

Cpok cnyx6bl KpoHwTenHa — 25 ner.

[apaHTWIHBIN CPOK 3KCMyaTaumMm KpoHWTeNnHa — 5 NeT co AHA NPOoAaXu nNpu cobnogeHnmn
notpebuTenem ycrnoBuii TPaHCMOPTMPOBAHWS, XPaHEHNS, MOHTaXa W 3KCnyaTaumm.
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STRAIGHT POWER STRIP BRACKET BY ZPAS SERIES

Basic product data

Straight power strip bracket by ZPAS series (hereinafter — the bracket), angle power

strip bracket by ZPAS series (hereinafter — the bracket) ITK trademark are designed to
mount power distribution units on the vertical rails of the server cabinet, as well as on the vertical
organizers.

Technical data
The main technical data of the bracket are given in the table 1.
The appearance of the bracket is shown in the figures 1, 2.

Completeness of set
The delivery set of the bracket is shown in the tables 3, 4.

Safety measures
IT IS FORBIDDEN
To install the equipment with electrical voltage on.

All installation and maintenance works of the bracket should be carried out in de-energized state
by specially trained personnel in compliance with the requirements of reference documentation in the
field of electrical engineering.

If a malfunction is detected during the warranty period, it is necessary to contact the organization
where you purchased the product, or a representative at the address given below.

If a malfunction is detected after the warranty period, dispose of the bracket.

At the end of its service life, dispose of the bracket.

Transportation, storage and disposal

Transportation of the bracket is allowed by any type of covered transport ensuring protection from
mechanical damage, dirt and moisture at ambient temperature from minus 25 °C to plus 55 °C.

The bracket is stored in the manufacturer's package in closed rooms with natural ventilation and
absence of acidic, alkaline and other chemically active impurities in the air, at ambient temperature
from minus 25 °C to plus 55 °C and relative humidity of up to 50 % at plus 40 °C.

Dispose of the bracket by transferring it to specialized enterprises for the acceptance and
recycling of ferrous metals.

Service life and manufacturer's warranties

Warranty period of the bracket operation is 5 years from the date of sale provided that the
consumer complies with the rules of operation, transportation and storage.

Service life of the bracket is at least 25 years.
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BY ZPAS CEPUACBIHbIH, TIK POSETKANAP
BNOMbIHbIH, KPOHLWTEWHI,

BY ZPAS CEPUACHIHbIH, BYPbIWTbIK PO3ETKANAP
BNOrbIHbIH, KPOHLTEMHI

By#bIM Typans! Herisri aknapat
ITK Tayap 6enriciHiH, by ZPAS cepusicbiHbIH Tik po3eTkanap 6rorbiHbIH KPOHLLTERHi

(6ynaH api — kpoHLWTElH), by ZPAS cepusicbiHbIH OypbILLITLIK po3eTkanap 6rorbiHbIH,
KPOHLUTENHI (BY AaH api — KPOHLUTENH) 3MeKTp K OpekTeHAipyai 6eny 6nokTapbiH cepBeprik LWKadTbIH
BepTMKanabl 6arbiTTaybllTapbiHa, COHAaW-aKk BepTukanabl opraHadepnepre 6ekiTyre apHanfaH.

TexHuKanbIK aepekTep
TexHukanblk Aepektep 1-kecteae KenTipinreH.
KpOHLUTENHHIH CbIPTKbIKe PiHICi 1 KeHe 2 cypeTTe ke pCeTiNnreH.

)KVII:IHTI:IKTI:IIII:IFI:I
KeTki3iniM XubIHTbIFbI 2, 3 kecTeae KenTipinreH.

Kayincizpik wapanapbl

YKababIKTbI 3MeKTp KepHeyi KoCynbl Kesfe opHaTyfa
TbiUbIM CANbIHAODLI.

KpoHLWTENHAI MOHTaxaay MeH TeXHUKanbIK KbI3MET KepceTyaiH 6aprblK )KYMbICTapbIH 3MEKTP
TEXHWUKAaChl canacblHAarbl HOPMATUBTIK-TEXHUKANbIK KyXaTTaMaHbIH TananTtapbiH cakTal OTbIpbi,
apHaibl OKbITbINFAaH NepcoHan TOKTaH axblpaTbifiFaH Kyinae Xyprisdyi Tuic.

Keningik mepsimi kesiHae akay 6ainkanraHga OynbiMabl caTbin anfaH yibiMFa HEMece MeKeHxabl
TeMeH[e KepCeTINnreH ekingikke xabapnacy Kaxer.

Erep keningik mep3imi askTanraHHaH keviH akaynblk Tabbinca, eHiMAi TacTay.

Kpi3amMe mMep3iMi ©TKeHHEH KeliH KPOHLITEHA| kafere XapaTblHbI3.

Tacbimanpay, caKTay XoHe kafere xaparty

ByvibiMapl MuHyc 25 °C-geH nntoc 55 °C-re gewiHri Temnepatypaga AaibliHaayLWbIHbIH
KanTamacbiHAa bybIn-TyninreH OyrbiMaapabl MeXaHUKanblK 3akbiMaaHynapaaH, oblnFaHy MeH
biFangaH cakrayabl KamTamachl3 eTETIH Kabblk KeniKTiH Ke3 KenreH TypiMeH TacbiMangayfa 6onagbl.

KpoHLWwTenHai MeH TakTalaHbl faibliHAAYLbIHbIH KanTamacbiHaa Taburn XXenaeTineTiH xabblk
y/xannapaa xeHe ayaaa KblLWKbIr, CinTi xxaHe 6acka xumusanblk 6ernceni kocnanap ok xargaaa,
anHanacblHAarbl ayaHblH MUHYC 25 °C-geH nntoc 55 °C-re fewiHri TemnepartypacbiHaa cakranagbl
xoaHe 40 °C-ge 50 %-fa geniHri canbiCTbipManb! binFanabifblkTa CakTaHpl3.

KpoHLwTenHai kafere xapaty kantanama LvKi3aTTbl KabbinganTbiH XaHe KaTa eHOenTiH
MamMaHAaHAabIpbIfFaH KacinopbiHAApPFa ©TKI3y apKbibl Xyprisinei.

OHAipyLWiHiH KbI3MeT eTy Mep3iMi xaHe Keningiktepi

Bynbimaapabl navganaHyabiH Keningi Mep3iMi — TyTbIHYLbI MOHTaX4ay, navganaHy, Taceimangay
)KOHe cakTay LuapTTapblH CakTaFaH Xafganaa caTtbifiFaH KyHHeH 6acTtan 5 xbin.

BynbimaapabiH KbI3MeT Mep3imi — 25 Xbir.
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Tabnuua / Table / Kecte 1

HanmeHoBaHve nokasatens / Parameter denomination /

KepceTkiwTiH ataybl

3HaueHue / Value / MaHi

ZP-SBB-I-R ZP-SBB-Z-R

Matepuan ocHoBbl / Bedplate material / HeriagiH matepuansl

Cranb oumHkoBaHHas / Galvanized steel /
MbipbiwTanfaH 6onat

Knumatuyeckoe ncnonHenme no FOCT 15150 / Climatic

category / MEMCT 15150 6oiibiHLwa

04.2/U4.2

Temnepartypa akcnnyartauuu / Operating temperature /

ManpanaHy Temneparypacsl, °C

OTtHocuTenbHas BnaxHocTb npu 40 °C / Relative humidity
at 40 °C / AyaHblH canbicTbipMansl biFanapibiesl 40 °C

Tabnuua 2 — KomnneKT noctaBky KpOHLUTENHa npsimoro 6roka poseTtok / Table 2 — Delivery set
of the straight power strip bracket / 2 kecte — Po3eTkanapablH Tik 6orbIHbIH KPOHLUTEWHIHIH, XXeTKi3inim

XKUbIHTbIfbI

HanmeHosaHue / Denomination / Aatybl

KonunuecTBo, Wwr. (3k3.) / Quantity, pcs
(copies) / CaHbl, AH.

KpoHLuTelH npsimoii 6rnoka po3seTok / Straight power strip bracket / Tik

poseTkanap 6norbiHbIH KPOHLITENHI

2

KomnnekT kpenexa / Fastener kit / BekiTne XUbIHTbIFbI

MacnopT / Passport

Tabnuua 3 — KomnnekT nocTaBku KpOHLUTENHA yrnoBoro 6rioka posetok / Table 3 — Delivery set
of the angle power strip bracket / 3 kecte — PoseTkanapablH 6ypbILLTbIK O110rbIHbIH KPOHLUTENHIHIH,

XKETKI3INIM KUBIHTbIFbI

HanmeHosaHue / Denomination / Aatybl

KonunuecTBo, Wwr. (3k3.) / Quantity, pcs
(copies) / CaHbl, AH.

KpoHLuTelH yrnoBoii 6noka po3setok / Angle power strip bracket /
BypbIlWThIK po3eTkanap 6norbiHbIH KPOHLLTERHi

2

KomnnekT kpenexa / Fastener kit / BekiTne XUbIHTbIFbI

MacnopT / Passport




PucyHok 1 — BHelwHuit BUA KpoHLUTelHa npsimoro 6roka poseTok / Figure 1 — Appearance of the straight power strip bracket /
1-cypeTt — Tik po3eTkanap 6MorbiHbIH, KPOHLLTEHI CbIPTKbI KOPIHICi

e
%

PucyHok 2 — BHelwHuin Bu KpoHLLTeliHa yriosoro 6roka poseTok / Figure 2 — Appearance of the angle power strip bracket /
2-cypeT — BypbilTbiK po3eTkanap 6norbiHbIH, KPOHLUTENHI ChIPTKbI KOpIHICI

W3naHue / Version / Bacbinbim 1
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